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CATEGORY: Boxes/Pull Stations
LISTEE: Napco, 333 Bayview Ave., Amityville, NY 11701

Contact:*Edmund Gregorian (631) 842-9400 Fax (631) 842-2726

DESIGN: Models FW-PULL1 and FW-PULL1K noncoded fire alarm manual pull stations; and Model FW-
PULL2 Mod station adapter. Refer to listee's data sheet for additional detailed product
description and operational considerations.

RATING: 30 VDC, 1A

INSTALLATION: In accordance with listee's printed installation instructions, applicable codes & ordinances
and in a manner acceptable to the authority having jurisdiction.

MARKING: Listee's name, model number and UL label.

APPROVAL: Listed as fire alarm manual pull stations for use with separately listed electrically and
functionally compatible fire alarm control units.
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Date Issued: JUNE 20, 2003 Listing Expires June 30, 2004

Authorized By: DIANE K. AREND, Senior Deputy
Program Manager



